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425 Wells Road . Doylestown, PA 18901

Doylestown Township
Code Enforcement Department

BASEMENT FINISHING

Requirements for Plan Review/Approval

Any comptete or partial finishing of a basement requires the
foltowing permits' 

Buitding permit
o Electrical Permit
. Mechanical Permit (Exhaust fans, HVAC

Work, etc.)
Ptumbing Permit (if appticabte)

Construction must compty with the ICC 2009 Codes and
Etectrical work with the NEC 2008.

Permit apptication forms are avaitable at the Township or from
the Township website, doytestownpa.org.

Each apptication requires two (2) sets of architectural ptans
and specifications drawn to scale, futty dimensionat, showing
the entire basement area (finished and unfinished). A[[ rooms,
spaces and partitions must be included and their uses labeled.
(Show a cross-section through the watt).

Architectural designed drawings are not required for non-
structural work, however, the homeowner shoutd sign and date
each page of submitted drawings.
Contractors and homeowners are required to coordinate with
subcontractors to submit att permit applications and
accompanying drawings at one time. PARTIAL APPLICATIONS
WILL NOT BE ACCEPTED.
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PERMIT REVIEW witt be compteted within fifteen (15) days
upon receipt of a comptete apptication. Upon permit
approval, you witl be given a ca[[ when the permit is ready for
pickup, and you may start construction as soon as permit fees
are paid in futt.

THE FOLLOWING INFORMATION IS TO BE SHOWN ON THE
PLAN OR PROVIDED WITH THE APPLICATION. FAILURE TO
DO SO WILL RESULT IN REJECTION OF THE APPLICATION AND
DELAY IN PERMIT APPROVAL.

EGRESS:

Al[ basements that are to be finished in whote or part and
every steeping room requires at least one (1) openabte
emergency escape and rescue window or exterior door opening
for emergency escape and rescue. Windows need a clear
opening of 5.7 sq. ft. if betow grade and 5.0 sq. ft. at grade,
and a sitt height of 44 inches. Home improvement stores carry
windows, window welts and butkhead steps/doors that wi[[
meet the code. Show the second means of egress with
dimensions on your plan.

DAMP-PROOFING:
lndicate if the exterior of the basement watl was damp-
proofed at the time of construction. lf not, the interior watl
witl have to be coated with a damp-proofing agent. Specify
type and means of damp-proofing in your application.

WALL CONSTRUCTION:
Provide a drawing of a watl section showing method of
construction and materiats used, e.g., metal studs, 2 x 3 or 4
studs and their spacing, pressure treated ptates and their
method of attaching to ftoor. Top/bottom ptates, sheetrock
to top ptate, insulation, interior wa[[ finish, fireblocking, etc.



FIREBLOCKING
:-------..- EXISTING JoIST

NEW LAY-INI DROP CEILING
/z in. DRY\VALL
EXISTING CONCRETE WAIL
RI3 INSULATION WITH VAPOR BARRIER

2 X 4 STUD WALL AT 16.O/C

CONTINUOUS P/I SILL

EXISTING CONCRtrTT SLAB

EXISTING WATERPIìOOF MEMBRANE
2

FI REBLOCKING/DRAFT STOPPI NG
Using 34" ptywood or yz" sheetrock, show fire stopping
between top of stud watl and foundation watt around att
soffits, concealed spaces, pipes, ducts and verticatty at the
end of watts. Use MINERAL WOOL and ASTM E84 FTRECAULK
or FOAM where needed to make an airtight seat. The
intention is to make the space behind a wa[[ airtight to stow
the spread of fire.

Show the approximate location of fire draft stopping (heavy
lines on the ptan) required at 1000 sq. ft., and running parattet
with the joists. Draft stopping is required when suspended
ceitings are instatted, and/or open web trusses are
encountered, and shoutd consist of a y2" drywatt curtain
suspended from the ftoor joists to touch the drop ceiting. On
ftoor ptan indicate direction of joists in atl rooms.
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EXTEND FIRESTOP
AT SOFFIT

OR

EXISTING JOIST

PROVIDE FIRESTOP
TIERE

EXISTING % in. DRYWALL

FRAME OUT AS TIGHT
AS POSSIBLE

CONCRETE WALL

AIR SPACE BEHIND IWALL

FIREBLOCKING AT SOFFIT

STAIRWAYS:
Stairway(s) with 36" high handrail wÍth futt height watts on
both sides, or 36" high handrait/guard with batusters 4,, max.
spacing on both sides. Handrails must compty with the
graspabitity requirements of 2-114" cross section max. grip
size, and 6-114" max. perimeter, and 4" min. perimeter, and
be continuous a[[ the way up and be returned to the watt.
Show on plans. The headroom must be verified by the
contractor that 6'8' from a point connecting att noses
verticalty upward is provided. The underside of stairs needs to
be protected with a minimum of Yz" sheetrock.

DOORS:
Atl doors to rooms and spaces require 2'8" doors, min., doubte
doors require at least 1 teaf to be 2'8". Closets 10 sq. ft. or
less may have any size door. Show atl doors or windows to the
outside and their dimensions.



MECHANICAL:

MECHANICAL ROOMS:

Mechanical/heater rooms require a minimum room size of
about 100 sq. ft. for 2 furnaces and 1 water heater; and about
80 sq. ft. room size for 1 furnace and 1 water heater.
lnclude/show access dimensions in front of the units, (30"),
side/rear ctearances and a tight/switch. Atl clearances to
combustibles, ftues, chimneys and heaters must be
maintained.

COMBUSTION AIR:
Air for combustion for fossiI fueted apptÍances must be
provided to the mechanical room from the entire finished
basement area. For 2 furnaces/1 water heater show 2 - 18" x
30" grills high-tow on watt(s). For I furnace/1 water heater
show 2 - 12" x 30" gritts t high/1 low in watt(s). lf these gritts
onty adjoin a smatl room, additional gritts of the same size
must be added to the larger rooms.

HVAC REQUIREMENTS:
Turning an unfinished basement into habitabte space requires
a method of heating. lf the existing HVAC system is being used
to provide heat to the finished areas atso, provide a statement
signed by an HVAC contractor on the company letterhead
stating; "the existing HVAC system is adequate to maintain
68"F 3' above ftoor throughout the existing house and finished
basement." The HVAC contractor is to provide a suppty/return
layout for each finished room with duct sizes. Show att suppty
registers/return grilts in watts/ceiting, in atl finished rooms.
Use HVAC symbols. Suppty/returns should be opposite each
other (suppty [ow/return high).

lf the system is unabte to support the extra load of a finished
basement, âî alternative method of heating such as
baseboard, etectric convection heat or gas fireptace witt be
required, with futt details on your perrnit apptications. Car,bon
monoxide detectors are required with gas fireptaces.
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PLUMBING:

Bathrooms (if providing) shatl show atl fixtures/clearances to
them. Provide cut sheets on pump specifications and tank
specifications. A ducted fan (50 c.f.m.) to the outside,
tempered gtass on shower/tub enclosure door and tite behind
tub/shower 6' high are to be shown. Show location of and give
specifications of any ejector pumps, pits and method of
venting.

Any valves (ptumbing, gas) cteanouts, etc., must be provided
with an access panel in the wa[[ or ceiting.

Every finished basement requires a sump pit.

ELECTRICAL:
lnctude an etectrical plan showing the circuits, and the number
of tights, switches, receptacles and GFCI receptactes on each
circuit. Use electrical symbols. A switch at the top and
bottom of the stairs is required for the stairway tight at the
top of the stairs, and/or the turned tanding. ln addition,
watkout basements require switches at the bottom of the
stairs and the exterior door to control the tights in between. A
tight is required above exterior steps. This etectricat ptan
does not waive the contractor from comptying with the 2008
N.E.C. and obtaining the etectrical inspections by etectrical
underwriters. Show smoke detectors: 1 is required in the
basement. lf the basement contains steeping rooms, one is
required in each steeping room and the ìmmediate area
outside the steeping room. The detectors are to be
interconnected, 120v with battery back-up. The existing
house is to have 1 smoke detector in each steeping room, the
area outside steeping rooms, and 1 on each other floor
minimum.

CARBON MONOXIDE ALARMS:

An approved carbon monoxide atarm, comptying with UL 2034,
shatt be instatted outside of each steeping arãa ln the


